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NOT BEING REMOVED DURING ALL DEMOLITION ACTIVITIES.

F. FAMILIARIZING THEMSELVES WITH THE APPLICABLE UTILITY SERVICE PROVIDER

AND IS RESPONSIBLE FOR ALL COORDINATION REGARDING UTILITY DEMOLITION

REQUIRED FOR THE PROJECT.  THE CONTRACTOR SHALL PROVIDE THE OWNER

WRITTEN NOTIFICATION THAT THE EXISTING UTILITIES AND SERVICES HAVE

BEEN TERMINATED AND ABANDONED IN ACCORDANCE WITH JURISDICTION AND

UTILITY COMPANY REQUIREMENTS.

G. COORDINATION WITH UTILITY COMPANIES REGARDING WORKING "OFF-PEAK"

HOURS OR ON WEEKENDS AS MAY BE REQUIRED TO  MINIMIZE THE IMPACT ON

THE AFFECTED PARTIES.

H. A COMPLETE INSPECTION OF CONTAMINANTS BY A LICENSED ENVIRONMENTAL

TESTING AGENCY, OF ALL BUILDINGS AND/OR STRUCTURES TO BE REMOVED.

SAME SHALL BE PERFORMED IN ACCORDANCE WITH ALL APPLICABLE LOCAL,

STATE, AND FEDERAL ENVIRONMENTAL REGULATIONS.  ANY/ALL

CONTAMINANTS SHALL BE REMOVED AND DISPOSED OF BY A FEDERALLY

LICENSED CONTRACTOR IN ACCORDANCE WITH FEDERAL, STATE, AND LOCAL

REGULATIONS.  ALL ENVIRONMENTAL WORK  INCLUDING HAZARDOUS MATERIAL,

SOILS, ASBESTOS, OR OTHER REFERENCED OR IMPLIED HEREIN IS THE SOLE

RESPONSIBILITY OF THE OWNER'S ENVIRONMENTAL CONSULTANT. THE FIRM OR

ENGINEER OF RECORD IS NOT RESPONSIBLE FOR JOB SITE.

5. SAFETY OR SUPERVISION.  CONTRACTOR IS TO PROCEED WITH THE DEMOLITION

IN A SYSTEMATIC AND SAFE MANNER, FOLLOWING ALL THE OSHA

REQUIREMENTS, TO ENSURE PUBLIC AND CONTRACTOR SAFETY.   THE 

CONTRACTOR SHALL PROVIDE ALL THE "MEANS AND METHODS" NECESSARY.

6. TO PREVENT MOVEMENT, SETTLEMENT, OR COLLAPSE OF EXISTING

STRUCTURES,  AND ANY OTHER IMPROVEMENTS THAT ARE REMAINING ON OR

OFF SITE.  THE  DEMOLITION CONTRACTOR IS RESPONSIBLE FOR ALL REPAIRS OF

DAMAGE TO  ALL ITEMS THAT ARE TO REMAIN AS A RESULT OF HIS ACTIVITIES.

ALL  REPAIRS SHALL USE NEW MATERIAL.  THE REPAIRS SHALL RESTORE THE

ITEM  TO THE PRE-DEMOLITION CONDITION.

7. IN THE ABSENCE OF SPECIFICATIONS, THE CONTRACTOR SHALL PERFORM EARTH

MOVEMENT ACTIVITIES, DEMOLITION AND REMOVAL OF ALL FOUNDATION WALLS,

FOOTINGS, AND OTHER MATERIALS WITHIN THE LIMITS OF DISTURBANCE IN

ACCORDANCE WITH DIRECTION BY OWNER'S STRUCTURAL OR GEOTECHNICAL

ENGINEER.

8. EXPLOSIVES SHALL NOT BE USED WITHOUT PRIOR WRITTEN CONSENT OF BOTH

THE OWNER AND APPLICABLE GOVERNMENTAL AUTHORITIES.  ALL THE REQUIRED

PERMITS AND EXPLOSIVE CONTROL MEASURES THAT ARE REQUIRED BY THE

FEDERAL, STATE, AND LOCAL GOVERNMENTS SHALL BE IN PLACE PRIOR TO

STARTING AN EXPLOSIVE PROGRAM.  THE CONTRACTOR IS ALSO RESPONSIBLE

FOR ALL INSPECTION AND SEISMIC VIBRATION TESTING THAT IS REQUIRED TO

MONITOR THE EFFECTS ON ALL LOCAL STRUCTURES.

9. CONTRACTOR SHALL PROVIDE TRAFFIC CONTROL AND GENERALLY ACCEPTED

SAFE PRACTICES IN CONFORMANCE WITH: THE "MANUAL ON UNIFORM TRAFFIC

CONTROL," AS WELL AS FEDERAL, STATE, AND LOCAL REGULATIONS WHEN

DEMOLITION RELATED ACTIVITIES IMPACT ROADWAYS OR ROADWAY RIGHTS - OF

- WAY.

10. CONDUCT DEMOLITION ACTIVITIES IN SUCH A MANNER TO ENSURE MINIMUM

INTERFERENCE WITH ROADS, STREETS, SIDEWALKS, WALKWAYS, AND OTHER

ADJACENT FACILITIES.  STREET CLOSURE PERMITS MUST BE RECEIVED FROM

THE APPROPRIATE GOVERNMENTAL AUTHORITY.

11. DEMOLITION ACTIVITIES AND EQUIPMENT SHALL NOT USE AREAS OUTSIDE THE

DEFINED PROPERTY LINE WITHOUT WRITTEN PERMISSION OF THE OWNER,

AND/OR APPROPRIATE GOVERNMENT AGENCY.

12. USE DUST CONTROL MEASURES TO LIMIT AIRBORNE DUST AND DIRT RISING  AND

SCATTERING IN THE AIR IN ACCORDANCE WITH FEDERAL, STATE, AND/OR  LOCAL

STANDARDS.  AFTER THE DEMOLITION IS COMPLETE, ADJACENT  STRUCTURES

AND IMPROVEMENTS SHALL BE CLEANED OF ALL DUST AND  DEBRIS CAUSED BY

THE DEMOLITION OPERATIONS.  THE CONTRACTOR IS  RESPONSIBLE FOR

RETURNING ALL ADJACENT AREAS TO THEIR  "PRE-DEMOLITION" CONDITION.

13. CONTRACTOR IS RESPONSIBLE TO SAFEGUARD SITE AS NECESSARY TO

PERFORM  THE DEMOLITION IN SUCH A MANNER AS TO PREVENT THE ENTRY OF

UNAUTHORIZED PERSONS AT ANY TIME.

14. THIS DEMOLITION PLAN IS INTENDED TO IDENTIFY THOSE EXISTING

ITEMS/CONDITIONS WHICH ARE TO BE REMOVED.  IT IS NOT INTENDED TO

PROVIDE DIRECTION OTHER THAN THAT. ALL METHODS AND MEANS ARE TO BE  IN

ACCORDANCE WITH STATE, FEDERAL, LOCAL, AND JURISDICTIONAL

REQUIREMENTS.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL OSHA  AND

OTHER SAFETY PRECAUTIONS NECESSARY TO PROVIDE A SAFE WORK SITE.

15. ANY DAMAGED SIDEWALK AND/OR CURB AND GUTTER WITHIN THE PROJECT

LIMITATIONS IS TO BE REMOVED AND REPLACED.

16. DEBRIS SHALL NOT BE BURIED ON THE SUBJECT SITE.  ALL DEMOLITION  WASTES

AND DEBRIS (SOLID WASTE) SHALL BE DISPOSED OF IN ACCORDANCE  WITH ALL

CITY, COUNTY, STATE, AND FEDERAL LAWS AND APPLICABLE CODES.

NOTES

1. CONTRACTOR IS RESPONSIBLE FOR FIELD VERIFYING ALL EXISTING SITE  

IMPROVEMENTS AND UTILITIES.  ALL DISCREPANCIES SHALL BE IDENTIFIED

TO  THE ENGINEER IN WRITING.

2. ALL EXISTING UTILITIES SHALL BE REMOVED BY CONTRACTOR IN

ACCORDANCE  WITH  MIAMI-DADE COUNTY AND LOCAL UTILITY COMPANY

REQUIREMENTS. ALL DEMOLITION DEBRIS TO BE REMOVED BY

CONTRACTOR IN ACCORDANCE WITH ALL APPLICABLE REGULATIONS.

HATCH LEGEND

EXISTING CONC.

TO BE REMOVED

CONTRACTOR SHALL REFER TO LANDSCAPE

PLANS FOR TREE REMOVAL/RELOCATION.

EXISTING AREAS

TO BE VACATED
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PROP. TYPE 'D'
CURB (TYP.)

PROP. CONCRETE DRIVEWAY
(TURNOUT) PER FDOT INDEX NO. 515

PROP. ALLEY TO
BE VACATED

PROP. ALLEY TO
BE VACATED

PROP. TYPE 'D'
CURB (TYP.)

PROP. TYPE 'D'
CURB (TYP.)

PROP. 6" CONCRETE SIDEWALK

PROP. 6" CONCRETE SIDEWALK
2% MAX CROSS SLOPE

PROP. 3' X 60' EXPANDED
SIDEWALK EASEMENT

PROP. 6' X 20' BUS
SHELTER PAD IN
EASEMENT

PROP. 25' CORNER
CHORD EASEMENT

CONNECT TO
EXISTING SIDEWALK

CONNECT PROP. TO
EXISTING SIDEWALK

CONNECT PROP. TO
EXISTING SIDEWALK

PROP. HEADER
CURB FLUSH W/
WALKWAY (TYP.)

PROP. HEADER
CURB FLUSH W/
WALKWAY (TYP.)

PROP. HEADER
CURB FLUSH W/

WALKWAY (TYP.)

PROP. 30' CORNER
CHORD EASEMENT

PROP. HEADER
CURB FLUSH W/

WALKWAY (TYP.)

PROP. HEADER
CURB FLUSH W/
WALKWAY (TYP.)

:
:

No.
OS1

PROP. C-4

CATCH BASIN

R.E. 5.40

I.E. (N) W/ PRB 1.50

PROP. 60 LF 15" HDPE W/
50 LF OF 6'X4' EXFIL. TRENCH

ADJUST HAND HOLE
LIDS TO BE FLUSH WITH

PROP. PAVERS (TYP.)

PROP.
DRAINAGE WELL

:
:

No.
1

PROP. 5' X 13'

CONTROL STRUCTURE

R.E. 7.50

I.E. (W) 1.50

:

:
:

No.
2

PROP. C-4

MANHOLE

R.E. 5.90

I.E. (E) 1.50

I.E. (N,W) W/ PRB 1.50

:
:

No.
3

PROP. M-4

MANHOLE

R.E. 7.40

I.E. (S) 1.50

:

:
:

:

No.
4

PROP. M-4

MANHOLE

R.E. 5.70

I.E. (E) 1.50

I.E. (NW) 1.50

I.E. (SE) 2.00

:

:
:

No.
5

PROP. M-4

MANHOLE

R.E. 6.30

I.E. (N) 1.50

I.E. (SE) 1.50

:
:

No.
6

PROP. M-4

MANHOLE

R.E. 6.80

I.E. (S) 1.50
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PROP. 71 LF 18" HDPE W/
61 LF OF 6'X4' EXFIL. TRENCH

17 LF 18" HDPE

23 LF 18" HDPE

PROP. 97 LF 18" HDPE W/
87 LF OF 6'X4' EXFIL. TRENCH

8" NYOPLAST
INLINE DRAIN
R.E.= 6.25
I.E.= 4.00

8" NYOPLAST
INLINE DRAIN
R.E.= 6.25
I.E.= 4.50

8" NYOPLAST
INLINE DRAIN
R.E.= 6.25
I.E.= 2.10

8" NYOPLAST
INLINE DRAIN
R.E.= 6.25
I.E.= 2.70

8" NYOPLAST
INLINE DRAIN

R.E.= 6.25
I.E.= 3.20

PROP. ROOF LEADER
CONNECTIONS (TYP.)

PROP. ROOF LEADER
CONNECTIONS (TYP.)

PROP. ROOF LEADER
CONNECTIONS (TYP.)

PROP. ROOF LEADER
CONNECTIONS (TYP.)7.50

7.35
7.30

5.45 5.43

5.40
5.38

5.28 ME 5.13 ME5.21 ME

6.50 6.50

7.50

7.50

7.50

7.50

6.65 TC
6.15 BC

5.70 ME

5.40 ME
5.90

6.25 TC
5.75 BC 5.75

5.25
5.25

5.35

5.73 5.72

5.65

5.65

5.50

6.00 TC
5.50 BC

6.15

6.65 TC
6.15 BC

7.50

7.35

7.50

7.40

6.50

5.68

6.50

7.156.206.40 7.45

6.35

6.43

6.42

6.47

6.57

6.35

6.30

6.60

6.40

6.80

6.70

6.60

6.90
6.80

6.70

6.60

6.90

6.80

6.80

6.70

7.00

6.90

6.45
6.65

6.40

6.50

6.50

7.50

6.356.40

6.35

6.40

6.45

7.50

6.65

6.30

6.45

5.55

5.45

6.05

5.95

6.05

7.40

6.70

6.606.45

5.87
5.87

5.60

6.10

6.20

5.70

6.02

6.45

7.00

6.90

7.40

7.20

6.00

5.606.10
6.10

6.705.60
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PROP. 6" SWALE

PROPOSED

 PAVEMENT

PROPOSED

CONCRETE

HATCH LEGEND

EXISTING

CONCRETE

PROPOSED NOTE

W

E

T

TYPICAL NOTE TEXT

PAVING, GRADING & DRAINAGE LEGEND

UNDERGROUND

WATER LINE

UNDERGROUND

ELECTRIC LINE

UNDERGROUND

TELEPHONE LINE

STORM

SEWER

SANITARY

SEWER MAIN

HYDRANT

SANITARY

MANHOLE

STORM

MANHOLE
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1. CONTRACTOR TO SAW-CUT AT ALL LOCATIONS OF REMOVAL OF EXISTING CONC.

  SIDEWALK, CONC. CURB AND ASPHALT UNLESS OTHERWISE NOTED. ALL BASE AND

  SUBASE MATERIAL SHALL BE REMOVED WITHIN THE PROPOSED LANDSCAPED AREA.

2. CONTRACTOR TO MATCH EXIST. GRADES AND TO CONSTRUCT A SMOOTH

  TRANSITION FROM EXISTING FACILITIES TO PROPOSED.

3. CONTRACTOR TO REMOVE ALL CONSTRUCTION DEBRIS FROM CONSTRUCTION SITE

  AND DISPOSE PER LOCAL ORDINANCES.

4. CONTRACTOR TO ENSURE ALL CONSTRUCTION IS IN ACCORDANCE WITH CITY

  DESIGN STANDARDS.

5. CONTRACTOR TO SOD ALL DISTURBED AREAS, SODDING INCLUDES MAINTAINING

  SLOPE AND SOD UNTIL COMPLETION AND ACCEPTANCE OF THE TOTAL PROJECT OR

  GROWTH IS ESTABLISHED WHICHEVER COMES LAST.

6. ALL EXISTING TRAFFIC SIGNS DISTURBED DURING CONSTRUCTION SHALL BE

  REINSTALLED WHERE APPLICABLE BY THE CONTRACTOR.

7. THESE PLANS REFLECT CONDITIONS KNOWN DURING PLAN DEVELOPMENT. IN THE

  EVENT THAT ACTUAL PHYSICAL CONDITIONS PREVENT THE APPLICATION OF THESE

  STANDARDS OR THE PROGRESSION OF THE WORK, THE CONTRACTOR SHALL NOTIFY

  THE ENGINEER PRIOR TO CONSTRUCTION OF AFFECTED AREA.

8. THE CONTRACTOR SHALL PROTECT ALL EXISTING STRUCTURES, STORM DRAINS,

  UTILITIES, AND OTHER FACILITIES TO REMAIN AND SHALL REPAIR ANY DAMAGES

  DUE TO HIS/HER CONSTRUCTION ACTIVITIES AT NO ADDITIONAL COST TO THE

  OWNER.

9. NOTIFY SUNSHINE STATE ONE CALL (1-800-432-4770) PRIOR TO CONSTRUCTION.

10. PROJECT BASED ON DESIGN SURVEY PREPARED BY OTHERS. DURATION OF

  CONSTRUCTION IN ACCORDANCE WITH FDOT STANDARD INDEX NO. 600.

11. THE CONTRACTOR SHALL NOT ENCROACH ONTO PRIVATE PROPERTY WITHOUT

  EASEMENTS NECESSARY FOR COMPLETION OF THE WORK.

12. THE EXISTING UNDERGROUND UTILITIES SHOWN ARE PER ABOVE GROUND SURVEY

  DATA AND UTILITY AS-BUILT DATA. THIS INFORMATION DOES NOT WARRANT

  EXACT SIZE AND LOCATION OF THE UTILITIES. ALSO, THERE MAY BE ADDITIONAL

  UTILITIES WITHIN THE LIMITS OF CONSTRUCTION THAT MAY BE AFFECTED.

  CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING AND PROTECTING EXISTING

  UTILITIES DURING THE COURSE OF CONSTRUCTION.

13. PLEASE SEE MEP PLANS FOR CONTINUATION OF ROOF LEADERS.

14. 2.0% MAXIMUM SLOPE ON HANDICAP SPACES AND ADA ACCESS WAYS.

15. ALL SIDEWALKS SHOULD HAVE A MAXIMUM CROSS SLOPE OF 2.0%

16. ALL GRADE SHOTS ARE TO BE EDGE OF PAVEMENT (EOP) UNLESS OTHERWISE NOTED.

17.  ALL ELEVATIONS REFERENCE NAVD 1988, BROWARD COUNTY BENCHMARK #3005;

ELEVATION: 4.62 FEET.

      (ADD 1.50' TO CONVERT TO NGVD 1929)

CONSTRUCTION NOTES:

18. CONTRACTOR TO INSPECT, CLEAN & REPAIR, AS NECESSARY, THE EXISTING ON-SITE

STORM SYSTEM AND EXISTING STORM SYSTEM MAIN LINE ALONG THE MODIFIED

ALLAN KOLSKY BOULEVARD PROVIDING POSITIVE OUTFALL TO THE EXISTING LAKE

AND COORDINATE THE INSPECTION WITH CENTRAL BROWARD WATER CONTROL

DISTRICT (C.B.W.C.D.) AND BOHLER ENGINEERING PRIOR TO AS-BUILDING THE 

PROJECT.

(T.B.C.) = TO BE CLEANED.

19. CENTRAL BROWARD WATER CONTROL DISTRICT SHALL BE NOTIFIED SEVEN (7) 

WORKING DAYS PRIOR TO

      COMMENCEMENT OF WORK.

20. PRB = POLLUTION RETARDANT BAFFLE (SEE DETAIL SHEET)

21. CONTRACTOR TO VERIFY POSITIVE OUTFALL OF TRUCK WELL DISCHARGE.

      POSITIVE OUTFALL TO BE MAINTAINED DURING CONSTRUCTION AND ENGINEER 

NOTIFIED IF CONFLICT ARISES.

22. CONTRACTOR TO VERIFY THE LOCATION OF THE 12" WATER MAIN AND INVERTS OF

THE STORM PIPES ALONG ALLAN KOLSKY PRIOR TO CONSTRUCTION COMMENCEMENT AND

ORDERING OF THE STRUCTURES (SOME STRUCTURES WERE NOT ACCESSIBLE DURING

THE SURVEY WORK AND INVERTS WERE BASED ON ASBUILT DATA).  CONTRACTOR TO

NOTIFY THE ENGINEER SHOULD THE 36" MIN. COVER OVER THE WATER MAIN OR 12" OF

SEPARATION NOT BE MAINTAINED.

23. THE FOLLOWING SUBMITTALS TO THE TOWN OF DAVIE ARE REQUIRED AFTER THE

PROJECT IS COMPLETED AND APPROVED BY THE TOWN ENGINEERING DIVISION.

    A) TWO (2) COMPLETE "AS-BUILT" SETS OF

    BLUEPRINTS SIGNED AND SEALED BY A REGISTERED

    ENGINEER.

    B) ONE (1) COMPLETE "AS-BUILT SET ON MYLAR

    C) TWO (2) "AS-BUIOT" CD IN AUTOCAD.

24. PER REVISION NO. 5, STRUCTURES NO. 1, 2, 3, 4, 5 & 6 INVERTS WERE MODIFIED PER

SURVEY DATA PROVIDED BY CONTRACTOR. FINAL INVERTS TO BE AS-BUILT.  SHOULD ANY

MODIFICATIONS PER RE. NO. 5 NOT CORRESPOND TO ACTUAL FIELD CONITIONS, THE

CONTRACTOR IS TO NOTIFY BOHLER ENGINEERING AT ONCE.

25. EXIST GAS AND ATT COMMUNICATION LINES IN PROXIMITY OF PROPOSED CATCH BASIN

NUMBERS 1, 3, & 5.  GENERAL CONTRACTOR TO ENSURE EXTREME CAUTION DURING

CONSTRUCTION IN ORDER TO AVOID ANY CONFLICTS WITH EXIST. UTILITIES.
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DATUM NOTE:

ALL ELEVATIONS ARE BASED ON NORTH AMERICA VERTICAL

DATUM OF 1988 (NAVD 88). CONVERSION FROM NAVD TO NGVD

IS (+)1.57', I.E. 12.50' NGVD = 10.93' NAVD.
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SCALE:NONE

SUBGRADE BELOW SIDEWALK SHALL BE COMPACTED TO 98% OF MAX.

DENSITY PER A.A.S.H.T.O. T-180.

1.

NOTES:

HANDICAP RAMP TO BE CONSTRUCTED IN ACCORDANCE WITH THE LATEST

ADA GUIDELINES.

2

A

A

DETECTABLE WARNING (SEE DETAIL)

0.015

RAMP AND SIDEWALK CURB

2' LANDING (SEE NOTE 4)

RAMP WIDTH (4' MIN.) (SEE NOTE 3)

2

'

R

0

.

0

1

5

R

A

M

P

1

:

1

2

RAMP WIDTHS FOR CURB RAMP MAY BE REDUCED TO 3' MIN IN RESTRICTED

CONDITIONS WHEN APPROVED BY THE ENGINEER.

LOWER LANDING NOT REQUIRED AT DRIVEWAYS, PARKING LOTS, OR OTHER

AREAS WITH PAVEMENT CROSS-SLOPE LESS THAN 2% (0.02).

3

4

RAMPS SHALL HAVE DETECTABLE

WARNING EXTENDING FULL DEPTH

AND WIDTH AS PER 11-4.7.7 FBC

6'-0"

12

1

CURB & RAMP TO BE FLUSH

W/ASPHALT PAVEMENT

12" SUBGRADE (SEE NOTE 1)

4" THICK CONCRETE, 3000 PSI

@ 28 DAYS.

PROP. CURB (SEE DETAIL)

SECTION A-A

1/2" PREFORMED EXPANSION

JOINT FILLER, BITUMINOUS

TYPE

RAMPS SHALL HAVE DETECTABLE

WARNING EXTENDING FULL DEPTH

AND WIDTH AS PER 11-4.7.7 FBC

UTIL. STRIP GRASS OR PAVT.

(1' MIN.)

ADA CURB RAMP DETAIL - FDOT2
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FEATHER ASPHALT 1/4" ABOVE LIP

OF GUTTER (ON LOW SIDE OF ROAD ONLY)

ASPHALTIC CONCRETE SURFACE

NONE

NOTE :

1. WHEN USED ON HIGH SIDE OF ROADWAYS THE CROSS SLOPE OF THE GUTTER SHALL MATCH THE CROSS SLOPE OF THE ADJACENT PAVEMENT

AND THE THICKNESS OF THE LIP SHALL BE 6" INSTEAD OF 7 1/2".

2. REFER TO FDOT INDEX 300 FOR NOTES AND DETAILS

SCALE:

TYPE "F" CURB & GUTTER DETAIL5

SCALE:NONE

1 1/2" TYPE S-III

ASPHALTIC CONCRETE SURFACE

IN (2) 3/4" LIFTS

12" STABILIZED SUBGRADE (MIN LBR 40)

6" LIMEROCK BASE (MIN. LBR 100)

ELEVATION

3 ASPHALTIC CONCRETE PAVEMENT DETAIL
SCALE:NONE

NOTE: PAVING SECTION TO BE VERIFIED BY A PROFESSIONAL GEOTECHNICAL

ENGINEER.

BRUSH FINISH

6
"

1
2
"

12" STABILIZED SUB-BASE COMPACTED

TO 98% OF MAX. DRY DENSITY PER

AASHTO T-180 (MIN LBR 40).

6" 3000 PSI CONCRETE

6" X 6" - 2.9 X W2.9 WWM

2" ABOVE SUBGRADE

4 CONCRETE PAVEMENT SECTION 

(SEE NOTE 2)

STABILIZED SUB-GRADE

4" PCC CONCRETE (SEE NOTE  1 & 3)

SEE PLAN FOR WIDTH

NOTES:

1. SIDEWALK SHALL BE 4" THICK EXCEPT IN DRIVEWAYS WHERE THE THICKNESS SHALL BE 6".

2. SUBGRADE BELOW SIDEWALK SHALL BE COMPACTED TO 98% OF MAX.  DENSITY PER A.A.S.H.T.O.

3. T-180. CONCRETE STRENGTH SHALL BE MIN. 3000 PSI @ 28 DAYS.

4. SIDEWALK REMOVAL & REPLACEMENTS TO CONSIST OF FULL FLAGS.

5. PROVIDE EXPANSION JOINT (TYPE 'A') AT CONNECTIONS BETWEEN NEW AND EXISTING SIDEWALK.

6.  PROVIDE FIBEROUS JOINTS 20' O.C.

NONESCALE:

TYPICAL CONCRETE SIDEWALK SECTION6

6'-0"

12

1

CURB & RAMP TO BE FLUSH

W/ASPHALT PAVEMENT

12" SUBGRADE (SEE NOTE 1)

SUBGRADE BELOW SIDEWALK SHALL BE COMPACTED TO 98% OF MAX.

DENSITY PER A.A.S.H.T.O. T-180.

1.

NOTES:

4" THICK CONCRETE, 3000 PSI

@ 28 DAYS.

HANDICAP RAMP TO BE CONSTRUCTED IN ACCORDANCE WITH THE LATEST

ADA GUIDELINES.

2

PROP. CURB (SEE DETAIL)

A

A

SECTION A-A

DETECTABLE WARNING (SEE DETAIL)

2' WITHIN FDOT ROW'S

3' OTHERWISE

2.0%

RAMP AND SIDEWALK CURB
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RAMP WIDTHS FOR CURB RAMP MAY BE REDUCED TO 3' MIN IN RESTRICTED

CONDITIONS WHEN APPROVED BY THE ENGINEER.

LOWER LANDING NOT REQUIRED AT DRIVEWAYS, PARKING LOTS, OR OTHER

AREAS WITH PAVEMENT CROSS-SLOPE LESS THAN 2% (0.02).

3

4

SCALE:NONE

1/2" PREFORMED EXPANSION

JOINT FILLER, BITUMINOUS

TYPE

R=2'
R=2'

ADA CURB RAMP DETAIL - FDOT1
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LIME ROCK BASE:  (ASPHALT,VEHICULAR PAVERS AREAS)

      LIME ROCK BASE COURSE MATERIAL FOR PAVED AREAS SHALL 

      BE A MINIMUM 8" THICKNESS AND COMPACTED TO 98%  

      MAXIMUM DRY DENSITY PER  AASHTO T-180 (LBR 100). OTHER 

      SUBSTITUTES SHALL BE PER FDOT SPECIFICATIONS AND PROVIDE 

      EQUIVALENT STRUCTURAL NUMBER AS ABOVE (MIN LBR 100). 

SUB-BASE:  12" STABILIZED SUB-BASE COMPACTED TO 98% OF MAX. DRY

      DENSITY PER AASHTO T-180 (MIN LBR 40) PER FDOT 160-2. 

B

A

C

PAVEMENT LEGEND

E

      CONCRETE SIDEWALK:

      4" THICK 3,000 P.S.I. CONCRETE @ 28 DAYS EXCEPT IN DRIVEWAYS

      WHERE THICKNESS SHALL BE 6" AND 4,500 P.S.I.

      COMPACTED SUBGRADE:  (WALKWAYS ONLY)

      COMPACTED TO 98% MAXIMUM DRY DENSITY PER AASHTO T-180.

D

F

      CONCRETE WEARING SURFCE (PARKING/DRIVE AISLE AREAS ONLY):

      6" THICK 4,500 P.S.I. CONCRETE @ 28 DAY COMPRESSIVE STRENGTH

      CONCRETE WITH FIBER MESH (SUBMIT MIX DESIGN PRIOR TO

      PLACEMENT) 

WEARING SURFACE (ASPHALT AREAS ONLY)

ASPHALTIC CONCRETE SURFACE INSTALLATION SHALL CONFORM WITH

THE REQUIREMENTS OF THE FLORIDA DEPARTMENT OF

TRANSPORTATION STANDARD SPECIFICATIONS FOR TYPE SP-9.5 AND

SP-12.5 TRAFFIC LEVEL B ASPHALTIC CONCRETE, AND SHALL BE

CONSTRUCTED WITH TWO (2) LIFTS. THE FIRST LIFT IS TO BE 2" TYPE

SP-12.5 ASPHALTIC CONCRETE. THE SECOND LIFT IS TO BE 1-1/2" TYPE

SP-9.5 ASPHALTIC CONCRETE WITH TACK COAT BETWEEN LIFTS.

SECTION A-A
NOT TO SCALE

PROPERTY LINE

WASHINGTON STREET PROP. FIORI VILLAGE

PROP. LANDSCAPE AREA (VARIES)5'

PROP. LANDSCAPE AREA (VARIES)

E

D

PROP. BUILDING
7.50 NAVD

EXIST. ASPHALT
PAVEMENT

PROP. SIDEWALK

SECTION B-B
NOT TO SCALE

PROPERTY LINE

SOUTH FEDERAL HIGHWAY PROP. FIORI VILLAGE

11' PAVER
SIDEWALK

14.38' LANDSCAPE7.83' PAVER
SIDEWALK

PROP. BUILDING
7.50 NAVD

EXIST. ASPHALT
PAVEMENT

PROP. CONC.
SIDEWALK E

D

PROP. CONC.
SIDEWALK E

D

SECTION C-C
NOT TO SCALE

PROPERTY LINE

DEWEY STREETPROP. FIORI VILLAGE

A

B

C

5'31.47'
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S

CATCH
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STORM SEWER
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EXISTING PROPOSED

UNDERGROUND

RECLAIMED WATER LINE

RW

UTILITY LEGEND

DATUM NOTE:

ALL ELEVATIONS ARE BASED ON NORTH AMERICA VERTICAL

DATUM OF 1988 (NAVD 88). CONVERSION FROM NAVD TO NGVD

IS (+)1.57', I.E. 12.50' NGVD = 10.93' NAVD.

FIRE PROTECTION NOTE:

ALL UNDERGROUND FIRE MAIN WORK MUST BE COMPLETED

BY FIRE PROTECTION CONTRACTOR HOLDING A CLASS I, II, OR

V LICENSE PER FS 633.102.

UTILITY NOTES:

1. CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL UTILITIES AND NOTIFYING THE
APPROPRIATE UTILITY COMPANY PRIOR TO BEGINNING CONSTRUCTION.

2. THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES AS SHOWN ON THESE PLANS IS
BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE,
MEASUREMENTS TAKEN IN THE FIELD. THE INFORMATION IS NOT TO BE RELIED ON AS
BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE APPROPRIATE UTILITY
COMPANY AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD
LOCATION OF THE UTILITIES. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO
RELOCATE ALL EXISTING UTILITIES WHICH CONFLICT WITH THE PROPOSED
IMPROVEMENTS SHOWN ON THE PLANS.

3. CONTRACTOR SHALL VERIFY HORIZONTAL AND VERTICAL LOCATION OF ALL EXISTING
STORM SEWER STRUCTURES, PIPES, AND ALL UTILITIES PRIOR TO CONSTRUCTION.

4. CONTRACTOR IS RESPONSIBLE FOR REPAIRS OF DAMAGE TO ANY EXISTING
IMPROVEMENTS DURING CONSTRUCTION, SUCH AS, BUT NOT LIMITED TO, UTILITIES,
PAVEMENT, STRIPING, CURBS, ETC. REPAIRS SHALL BE EQUAL TO OR BETTER THAN
EXISTING CONDITIONS.

5. CONTRACTOR SHALL REFER TO ARCHITECTS PLANS AND SPECIFICATIONS FOR ACTUAL
LOCATION OF ALL UTILITY ENTRANCES  CONTRACTOR SHALL COORDINATE INSTALLATION
OF UTILITIES IN SUCH A MANNER AS TO AVOID CONFLICTS AND ASSURE PROPER DEPTHS
ARE ACHIEVED AS WELL AS COORDINATING WITH CITY UTILITY REQUIREMENTS AS TO
LOCATIONS AND SCHEDULING FOR TIE-INS/CONNECTIONS PRIOR TO CONNECTING
EXISTING FACILITIES.

6. CONTRACTOR SHALL COORDINATE WITH ARCHITECTURAL PLANS, POWER COMPANY, &
TELEPHONE COMPANY FOR ACTUAL ROUTING OF POWER AND TELEPHONE SERVICE TO
BUILDING.

7. SEE DETAIL SHEETS FOR BACKFILLING AND COMPACTION REQUIREMENTS ON UTILITY
TRENCHES.

8. CONTRACTOR SHALL COMPLY TO THE FULLEST EXTENT WITH THE LATEST STANDARD OF
OSHA DIRECTIVES OR ANY OTHER AGENCY HAVING JURISDICTION FOR EXCAVATION AND
TRENCHING PROCEDURES. THE CONTRACTOR SHALL USE SUPPORT SYSTEMS, SLOPING,
BENCHING, AND OTHER MEANS OF PROTECTION. THIS TO INCLUDE BUT NOT LIMITED TO,
ACCESS AND EGRESS FROM ALL EXCAVATION AND TRENCHING. CONTRACTOR IS
RESPONSIBLE TO COMPLY WITH PERFORMANCE CRITERIA FOR OSHA.

9. CONTRACTOR SHALL COORDINATE WITH OTHER UTILITIES TO ASSURE PROPER DEPTH
AND PREVENT ANY CONFLICT OF UTILITIES.

10. CONTRACTOR SHALL GROUT AROUND ALL PIPE ENTRANCES TO SANITARY SEWER
MANHOLES WITH NON-SHRINKING GROUT TO ASSURE CONNECTION IS WATER TIGHT.

11. CONTRACTOR SHALL ON ALL UTILITIES, COORDINATE INSPECTION WITH THE
APPROPRIATE AUTHORITIES PRIOR TO COVERING TRENCHES AT INSTALLATION.

12. THE CONTRACTOR SHALL CONDUCT ALL REQUIRED TESTS TO THE SATISFACTION OF THE
RESPECTIVE UTILITY COMPANIES AND OWNERS INSPECTING AUTHORITIES.

13. SITE CONTRACTOR TO COORDINATE PROPOSED RECONNECTION OF ALL UTILITIES WITH
ARCHITECTURAL PLANS AS WELL AS UTILITY COMPANIES AND BUILDING CONTRACTOR.
THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ANY AND ALL EXPENSES THAT RESULT
FROM DELAYED OR FAILED TEST DURING ANY PHASE OF THE CONSTRUCTION PROCESS.
THIS INCLUDES FEES INCURRED THROUGH RESCHEDULING OF ANY RACETRAC VENDORS
OR EQUIPMENT TO ACCOMMODATE.

14. EXISTING UTILITY LINES SHOWN ARE APPROXIMATE LOCATIONS ONLY. THE CONTRACTOR
SHALL FIELD VERIFY ALL EXISTING UTILITY LINE LOCATIONS PRIOR TO ANY
CONSTRUCTION. ANY DEVIATIONS FROM THE DESIGN LOCATIONS SHALL BE REPORTED TO
THE OWNER OR ENGINEER PRIOR TO CONSTRUCTION.

15. CONTRACTOR SHALL REFER TO PLANS BY OTHERS FOR ENTRY LOCATION OF ALL WATER,
SEWER SERVICE, ELECTRICAL, AND TELEPHONE SERVICE. CONTRACTOR SHALL
COORDINATE INSTALLATION OF UTILITIES IN SUCH A MANNER AS TO AVOID CONFLICTS
AND ASSURE PROPER DEPTHS ARE ACHIEVED AS WELL AS COORDINATING WITH THE
REGULATORY AGENCY AS TO THE LOCATION AND TIE-INS/CONNECTIONS TO THEIR
FACILITIES.

16. SEE COVER SHEET FOR LIST OF UTILITY COMPANIES AND CONTACT PERSONS.
17. THE CONTRACTOR SHALL COORDINATE THE INSTALLATION OF ALL UNDERGROUND

UTILITIES WITH HIS WORK. ALL UNDERGROUND UTILITIES (WATER, SANITARY SEWER,
STORM SEWER, ELECTRICAL CONDUIT, IRRIGATION SYSTEMS, AND ANY OTHER MISC.
UTILITIES) SHALL BE IN PLACE PRIOR TO THE PLACEMENT OF BASE COURSE MATERIAL,
AND THE PLACEMENT OF ANY APPROPRIATE SOIL STABILIZATION TECHNIQUE.

18. CONTRACTOR SHALL PROVIDE BOLLARDS FOR PROTECTION OF ALL ABOVE GROUND
UTILITIES AND APPURTENANCES ADJACENT TO DRIVE AREAS.

19. WATER MAIN TAP WORK WITHIN THE N 21 AVENUE R-O-W REQUIRES APPROVAL FROM THE

BROWARD COUNTY ENGINEERING AND CONSTRUCTION DIVISION. COUNTY APPROVAL AND

COUNTY PERMIT TO BE OBTAINED PRIOR TO ISSUANCE OF A BUILDING PERMIT.
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PAVEMENT MARKING &
SIGNAGE PLAN

C-10

R1-1 STOP SIGN (30" x 30")

R5-1 DO NOT ENTER SIGN (30" x 30")

R5-1a WRONG WAY SIGN

DY DOUBLE YELLOW

W WHITE

Y YELLOW

* THERMOPLASTIC

LEGEND

BCTED NOTE:
1. ALL R1-1 AND R5-1 SIGNING SHALL BE FABRICATED USING DIAMOND GRADE SHEETING

AS PER BROWARD COUNTY TRAFFIC ENGINEERING STANDARD. (CURRENT EDITION)

2. ALL TRAFFIC CONTROL DEVICES MAINTAINED BY BROWARD COUNTY, THAT ARE

REMOVED OR DAMAGED BY CONSTRUCTION, SHALL BE REPLACED USING CURRENT

BROWARD COUNTY TRAFFIC ENGINEERING DIVISION STANDARDS.

ENGINEERING NOTES:

1. ALL STRIPING & SIGNS TO MEET MUTCD & BCTED MINIMUM STANDARDS.

2. ALL MARKING TO BCTED MINIMUM STANDARDS

3. ALL MARKING, EXCEPT PARKING SPACE STRIPING TO BE THERMOPLASTIC.

4. ALL SIGNS TO BE MOUNTED SUCH THAT THE BOTTOM OF THE SIGN IS 7' ABOVE THE

ADJACENT GRADE.

5. ALL SIGNS TO BE MOUNTED ON BROWARD COUNTY STANDARD SQUARE POST.

WHITE LETTERS

RED BACKGROUND

WHITE LETTERS

RED BACKGROUND

SIGN LEGEND

THERMOPLASTIC RETROREFLECTIVITY REQUIREMENTS

WHITE 250 MILLICANDELAS

YELLOW  175 MILLICANDELAS
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