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No.
1

PROP. 5' X 13'

CONTROL STRUCTURE

R.E. 8.50

I.E. (N) 1.50

:

:
:

No.
4

PROP. C-4

MANHOLE

R.E. 7.90

I.E. (W) 1.50

I.E. (N,S) 1.50

PROP. 24 LF 18" HDPE

:
:

No.
2

PROP. 5' X 13'

CONTROL STRUCTURE

R.E. 8.50

I.E. (S) 1.50

:

:
:

No.
5

PROP. C-4
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I.E. (N,S) 1.50

:

:
:

No.
6

PROP. C-4
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:

:
:

No.
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PROP. C-4

MANHOLE

R.E. 8.50

I.E. (E,W) 1.50

I.E. (SE) 1.50

:
:

No.
3

PROP. 5' X 13'

CONTROL STRUCTURE

R.E. 10.00

I.E. (S) 1.50

:

:
:

No.
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PROP. C-4

MANHOLE

R.E. 8.90

I.E. (N,E) 1.50

I.E. (S) 1.50

:

:
:

No.
8

PROP. C-4

CATCH BASIN

R.E. 8.30

I.E. (W) W/PRB 1.50

I.E. (N) 1.50

PROP. 24 LF 18" HDPE

PROP. 52 LF OF 12" HDPE ROOF
LEADER @ 1% MIN. SLOPE

REFER TO ROOF PLANS FOR
CONTINUATION

PROP. 35 LF OF 12" HDPE ROOF
LEADER @ 1% MIN. SLOPE
REFER TO ROOF PLANS FOR
CONTINUATION

PROP. 28 LF OF 12" HDPE ROOF
LEADER @ 1% MIN. SLOPE
REFER TO ROOF PLANS FOR
CONTINUATION

PROP. 15 LF OF 12" HDPE ROOF LEADER
@ 1% MIN. SLOPE REFER TO ROOF

PLANS FOR CONTINUATION

8" NYOPLAST
INLINE DRAIN

R.E.= 8.40
I.E.= 4.00

PROP. 82 LF 8" HDPE
@ 1% MIN. SLOPE

PROP. 124 LF OF 18" HDPE W/
6'X4' EXFILTRATION TRENCH

PROP. 25 LF OF 18" HDPE

PROP. 25 LF OF 12" HDPE ROOF
LEADER @ 1% MIN. SLOPE
REFER TO ROOF PLANS FOR
CONTINUATION

PROP. 50 LF OF 12" HDPE ROOF
LEADER @ 1% MIN. SLOPE
REFER TO ROOF PLANS FOR
CONTINUATION

PROP. 140 LF OF 18" HDPE W/
6'X4' EXFILTRATION TRENCH

PROP. 56 LF OF 18" HDPE W/
6'X4' EXFILTRATION TRENCH

PROP. 140 LF OF 18" HDPE W/

6'X4' EXFILTRATION TRENCH
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8.90

9.209.20

8.70

8.70

8.40
9.20
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9.259.259.259.259.259.25

9.259.259.259.259.25
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9.20

8.70

9.259.25

9.25

8.50± 8.40±9.05 9.05

9.25 9.25 9.25 9.25 9.25

PROP. TYPE 'D' CURB

PROP. TYPE 'D' CURB

PROP. TYPE 'D' CURB

PROP. TYPE 'D' CURB

PROP. TYPE 'D' CURB

SIDEWALK FLUSH
WITH PARKING

8.70

TRANSITION TO
TYPE 'D' CURB

TRANSITION TO
TYPE 'D' CURB

PROP. TYPE 'D' CURB

PROP. TYPE 'D' CURB

PROP. TYPE 'D' CURB

PROP. SIDEWALK FLUSH
WITH DRIVEWAY

PROP. SIDEWALK FLUSH
WITH DRIVEWAY

PROP. SIDEWALK FLUSH
WITH DRIVEWAY

PROP. TYPE 'F' CURB

PROP. SIDEWALK FLUSH
WITH DRIVEWAY
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PROPOSED

VUA  PAVERS

(REFER TO

HARDSCAPE PLAN

BY OTHERS FOR

DETAILS)

PROPOSED

6" CONCRETE

HATCH LEGEND

EXISTING

CONCRETE

PROPOSED NOTE

W

E

T

TYPICAL NOTE TEXT

PAVING, GRADING & DRAINAGE LEGEND

UNDERGROUND

WATER LINE

UNDERGROUND

ELECTRIC LINE

UNDERGROUND

TELEPHONE LINE

STORM

SEWER

SANITARY

SEWER MAIN

HYDRANT

SANITARY

MANHOLE

STORM

MANHOLE

CLEAN

OUT

S

WATER

METER

CATCH

BASIN

TOP OF CURB

BOTTOM OF CURB

GRADE SPOT

SHOT

FLOW

ARROW

LIGHT POLE

 XX.XX

 XX.XX
 XX.XX

RIDGE LINE

1. CONTRACTOR TO SAW-CUT AT ALL LOCATIONS OF REMOVAL OF EXISTING CONC.

  SIDEWALK, CONC. CURB AND ASPHALT UNLESS OTHERWISE NOTED. ALL BASE AND

  SUBASE MATERIAL SHALL BE REMOVED WITHIN THE PROPOSED LANDSCAPED AREA.

2. CONTRACTOR TO MATCH EXIST. GRADES AND TO CONSTRUCT A SMOOTH

  TRANSITION FROM EXISTING FACILITIES TO PROPOSED.

3. CONTRACTOR TO REMOVE ALL CONSTRUCTION DEBRIS FROM CONSTRUCTION SITE

  AND DISPOSE PER LOCAL ORDINANCES.

4. CONTRACTOR TO ENSURE ALL CONSTRUCTION IS IN ACCORDANCE WITH CITY

  DESIGN STANDARDS.

5. CONTRACTOR TO SOD ALL DISTURBED AREAS, SODDING INCLUDES MAINTAINING

  SLOPE AND SOD UNTIL COMPLETION AND ACCEPTANCE OF THE TOTAL PROJECT OR

  GROWTH IS ESTABLISHED WHICHEVER COMES LAST.

6. ALL EXISTING TRAFFIC SIGNS DISTURBED DURING CONSTRUCTION SHALL BE

  REINSTALLED WHERE APPLICABLE BY THE CONTRACTOR.

7. THESE PLANS REFLECT CONDITIONS KNOWN DURING PLAN DEVELOPMENT. IN THE

  EVENT THAT ACTUAL PHYSICAL CONDITIONS PREVENT THE APPLICATION OF THESE

  STANDARDS OR THE PROGRESSION OF THE WORK, THE CONTRACTOR SHALL NOTIFY

  THE ENGINEER PRIOR TO CONSTRUCTION OF AFFECTED AREA.

8. THE CONTRACTOR SHALL PROTECT ALL EXISTING STRUCTURES, STORM DRAINS,

  UTILITIES, AND OTHER FACILITIES TO REMAIN AND SHALL REPAIR ANY DAMAGES

  DUE TO HIS/HER CONSTRUCTION ACTIVITIES AT NO ADDITIONAL COST TO THE

  OWNER.

9. NOTIFY SUNSHINE STATE ONE CALL (1-800-432-4770) PRIOR TO CONSTRUCTION.

10. PROJECT BASED ON DESIGN SURVEY PREPARED BY OTHERS. DURATION OF

  CONSTRUCTION IN ACCORDANCE WITH FDOT STANDARD INDEX NO. 600.

11. THE CONTRACTOR SHALL NOT ENCROACH ONTO PRIVATE PROPERTY WITHOUT

  EASEMENTS NECESSARY FOR COMPLETION OF THE WORK.

12. THE EXISTING UNDERGROUND UTILITIES SHOWN ARE PER ABOVE GROUND SURVEY

  DATA AND UTILITY AS-BUILT DATA. THIS INFORMATION DOES NOT WARRANT

  EXACT SIZE AND LOCATION OF THE UTILITIES. ALSO, THERE MAY BE ADDITIONAL

  UTILITIES WITHIN THE LIMITS OF CONSTRUCTION THAT MAY BE AFFECTED.

  CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING AND PROTECTING EXISTING

  UTILITIES DURING THE COURSE OF CONSTRUCTION.

13. PLEASE SEE MEP PLANS FOR CONTINUATION OF ROOF LEADERS.

14. 2.0% MAXIMUM SLOPE ON HANDICAP SPACES AND ADA ACCESS WAYS.

15. ALL SIDEWALKS SHOULD HAVE A MAXIMUM CROSS SLOPE OF 2.0%

16. ALL GRADE SHOTS ARE TO BE EDGE OF PAVEMENT (EOP) UNLESS OTHERWISE NOTED.

CONSTRUCTION NOTES:

17. CONTRACTOR TO INSPECT, CLEAN & REPAIR, AS NECESSARY, THE EXISTING ON-SITE

STORM SYSTEM AND EXISTING STORM SYSTEM MAIN LINE ALONG THE MODIFIED

ALLAN KOLSKY BOULEVARD PROVIDING POSITIVE OUTFALL TO THE EXISTING LAKE

AND COORDINATE THE INSPECTION WITH CENTRAL BROWARD WATER CONTROL

DISTRICT (C.B.W.C.D.) AND BOHLER ENGINEERING PRIOR TO AS-BUILDING THE 

PROJECT.

(T.B.C.) = TO BE CLEANED.

18. PRB = POLLUTION RETARDANT BAFFLE (SEE DETAIL SHEET)

DATUM NOTE:

ALL ELEVATIONS ARE BASED ON NORTH AMERICA VERTICAL

DATUM OF 1988 (NAVD 88). CONVERSION FROM NAVD TO NGVD

IS (+)1.57', I.E. 12.50' NGVD = 10.93' NAVD.

PROPOSED

   PAVERS

(REFER TO

HARDSCAPE PLAN

BY OTHERS FOR

DETAILS)

PROPOSED

1" MILL AND

RESURFACE

PROPOSED

   PAVERS

(REFER TO

HARDSCAPE PLAN

BY OTHERS FOR

DETAILS)
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H Y D
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PROP. 6" PVC SAN. LATERAL
@ 1% MIN. SLOPE

REFER TO MEP PLAN FOR
CONTINUATION

PROP. 6" PVC C.O

PROP. 6"X8" WYE SEWER
CONNECTION TO EXIST. 8"
SEWER MAIN PVC C.O

PROP. 6"X8" WYE SEWER
CONNECTION TO EXIST. 8"

SEWER MAIN PVC C.O
PROP. 6" PVC C.O

PROP. 6" PVC SAN. LATERAL
@ 1% MIN. SLOPE

REFER TO MEP PLAN FOR
CONTINUATION

PROP. 6"X8" WYE SEWER
CONNECTION TO EXIST. 8"
SEWER MAIN PVC C.O

PROP. 6" PVC C.O

PROP. 6" PVC SAN. LATERAL
@ 1% MIN. SLOPE

REFER TO MEP PLAN FOR
CONTINUATION REFER TO MEP PLAN FOR

CONTINUATION

PROP. 6" PVC C.O

PROP. 6"X8" WYE SEWER
CONNECTION TO EXIST. 8"

SEWER MAIN PVC C.O

PROP. 6" PVC SAN. LATERAL
@ 1% MIN. SLOPE

SHUT EXISTING SERVICE VALVE AND
CONNECT 8" DDCV WITH 8" DIP FOR

FIRE SERVICE.

CONNECT TO EXIST. 4" WATER
SERVICE.

PROP. FDC

PROP. 4" WATER SERVICE
WITH 4" METER

LOOP TO EXIST. 6" WM W/
PROP.6" X 6" TAPPING SLEEVE AND
TEE & 6" NIBCO SCOTT GV
ISOLATION VALVEPROP. 422 LF OF 8" DIP

WATER MAIN

PROP. 150 LF OF 8" DIP
WATER MAIN

PROP. 6"X8" DIP REDUCER

LOOP TO PROP. 8" WM W/
PROP.8" X 8" TAPPING SLEEVE AND TEE & 8"
NIBCO SCOTT GV ISOLATION VALVE

PROP.8" X 8" TAPPING SLEEVE AND
TEE & 8" NIBCO SCOTT GV

ISOLATION VALVE

LOOP TO EXIST. 14" WM W/
PROP.14" X 8" TAPPING SLEEVE AND

TEE & 8" NIBCO SCOTT GV
ISOLATION VALVE

PROP. GAS LOOP
CONNECTION TO EXIST. GAS

MAIN. COORD. WITH TECO
GAS FOR RELOCATION.

PROP. 132 LF OF 2" STEEL
GAS MAIN COORD. WITH

TECO GAS FOR RELOCATION.
PROP. 246 LF OF 2" STEEL
GAS MAIN COORD. WITH
TECO GAS FOR RELOCATION.

PROP. 2" GAS 90° BEND

PROP. 2" GAS 90° BEND

PROP. 132 LF OF 2" STEEL
GAS MAIN COORD. WITH
TECO GAS FOR RELOCATION.

PROP. GAS LOOP
CONNECTION TO EXIST. GAS
MAIN. COORD. WITH TECO
GAS FOR RELOCATION.

PROP. 141 LF OF 2" STEEL
GAS MAIN COORD. WITH
TECO GAS FOR RELOCATION.

PROP. 2" GAS 90° BEND

PROP. 434 LF OF 2" STEEL
GAS MAIN COORD. WITH
TECO GAS FOR RELOCATION.PROP. GAS LOOP

CONNECTION TO EXIST. GAS
MAIN. COORD. WITH TECO
GAS FOR RELOCATION.

FPL COORDINATION TO BURY
EXIST. OVERHEAD POWER

LINES IN ALLEY

FPL COORDINATION TO
POWER PROP. BUILDINGS

CUT AND CAP EXIST. 8" WM

PROP.8" X 6" TAPPING SLEEVE AND
TEE & 6" NIBCO SCOTT GV

ISOLATION VALVE WITH FIRE
HYDRANT ASSEMBLY

PROP. PLUG &
FLUSHING VALVE

PROP. 8" ZURN WILKINS 450DA VERTICAL DDCVA
SEE MEP PLANS FOR CONTINUATION (FIRE
SERVICE)

PROP. 4" FEBCO MODEL 880V VERTICAL R.P.B.Z.B.P.
SEE MEP PLANS FOR CONTINUATION  (WATER SERVICE)
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RW

UTILITY LEGEND

DATUM NOTE:

ALL ELEVATIONS ARE BASED ON NORTH AMERICA VERTICAL

DATUM OF 1988 (NAVD 88). CONVERSION FROM NAVD TO NGVD

IS (+)1.57', I.E. 12.50' NGVD = 10.93' NAVD.

FIRE PROTECTION NOTE:

ALL UNDERGROUND FIRE MAIN WORK MUST BE COMPLETED

BY FIRE PROTECTION CONTRACTOR HOLDING A CLASS I, II, OR

V LICENSE PER FS 633.102.

UTILITY NOTES:

1. CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL UTILITIES AND NOTIFYING THE
APPROPRIATE UTILITY COMPANY PRIOR TO BEGINNING CONSTRUCTION.

2. THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES AS SHOWN ON THESE PLANS IS
BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE,
MEASUREMENTS TAKEN IN THE FIELD. THE INFORMATION IS NOT TO BE RELIED ON AS
BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE APPROPRIATE UTILITY
COMPANY AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD
LOCATION OF THE UTILITIES. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO
RELOCATE ALL EXISTING UTILITIES WHICH CONFLICT WITH THE PROPOSED
IMPROVEMENTS SHOWN ON THE PLANS.

3. CONTRACTOR SHALL VERIFY HORIZONTAL AND VERTICAL LOCATION OF ALL EXISTING
STORM SEWER STRUCTURES, PIPES, AND ALL UTILITIES PRIOR TO CONSTRUCTION.

4. CONTRACTOR IS RESPONSIBLE FOR REPAIRS OF DAMAGE TO ANY EXISTING
IMPROVEMENTS DURING CONSTRUCTION, SUCH AS, BUT NOT LIMITED TO, UTILITIES,
PAVEMENT, STRIPING, CURBS, ETC. REPAIRS SHALL BE EQUAL TO OR BETTER THAN
EXISTING CONDITIONS.

5. CONTRACTOR SHALL REFER TO ARCHITECTS PLANS AND SPECIFICATIONS FOR ACTUAL
LOCATION OF ALL UTILITY ENTRANCES  CONTRACTOR SHALL COORDINATE INSTALLATION
OF UTILITIES IN SUCH A MANNER AS TO AVOID CONFLICTS AND ASSURE PROPER DEPTHS
ARE ACHIEVED AS WELL AS COORDINATING WITH CITY UTILITY REQUIREMENTS AS TO
LOCATIONS AND SCHEDULING FOR TIE-INS/CONNECTIONS PRIOR TO CONNECTING
EXISTING FACILITIES.

6. CONTRACTOR SHALL COORDINATE WITH ARCHITECTURAL PLANS, POWER COMPANY, &
TELEPHONE COMPANY FOR ACTUAL ROUTING OF POWER AND TELEPHONE SERVICE TO
BUILDING.

7. SEE DETAIL SHEETS FOR BACKFILLING AND COMPACTION REQUIREMENTS ON UTILITY
TRENCHES.

8. CONTRACTOR SHALL COMPLY TO THE FULLEST EXTENT WITH THE LATEST STANDARD OF
OSHA DIRECTIVES OR ANY OTHER AGENCY HAVING JURISDICTION FOR EXCAVATION AND
TRENCHING PROCEDURES. THE CONTRACTOR SHALL USE SUPPORT SYSTEMS, SLOPING,
BENCHING, AND OTHER MEANS OF PROTECTION. THIS TO INCLUDE BUT NOT LIMITED TO,
ACCESS AND EGRESS FROM ALL EXCAVATION AND TRENCHING. CONTRACTOR IS
RESPONSIBLE TO COMPLY WITH PERFORMANCE CRITERIA FOR OSHA.

9. CONTRACTOR SHALL COORDINATE WITH OTHER UTILITIES TO ASSURE PROPER DEPTH
AND PREVENT ANY CONFLICT OF UTILITIES.

10. CONTRACTOR SHALL GROUT AROUND ALL PIPE ENTRANCES TO SANITARY SEWER
MANHOLES WITH NON-SHRINKING GROUT TO ASSURE CONNECTION IS WATER TIGHT.

11. CONTRACTOR SHALL ON ALL UTILITIES, COORDINATE INSPECTION WITH THE
APPROPRIATE AUTHORITIES PRIOR TO COVERING TRENCHES AT INSTALLATION.

12. THE CONTRACTOR SHALL CONDUCT ALL REQUIRED TESTS TO THE SATISFACTION OF THE
RESPECTIVE UTILITY COMPANIES AND OWNERS INSPECTING AUTHORITIES.

13. SITE CONTRACTOR TO COORDINATE PROPOSED RECONNECTION OF ALL UTILITIES WITH
ARCHITECTURAL PLANS AS WELL AS UTILITY COMPANIES AND BUILDING CONTRACTOR.
THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ANY AND ALL EXPENSES THAT RESULT
FROM DELAYED OR FAILED TEST DURING ANY PHASE OF THE CONSTRUCTION PROCESS.
THIS INCLUDES FEES INCURRED THROUGH RESCHEDULING OF ANY RACETRAC VENDORS
OR EQUIPMENT TO ACCOMMODATE.

14. EXISTING UTILITY LINES SHOWN ARE APPROXIMATE LOCATIONS ONLY. THE CONTRACTOR
SHALL FIELD VERIFY ALL EXISTING UTILITY LINE LOCATIONS PRIOR TO ANY
CONSTRUCTION. ANY DEVIATIONS FROM THE DESIGN LOCATIONS SHALL BE REPORTED TO
THE OWNER OR ENGINEER PRIOR TO CONSTRUCTION.

15. CONTRACTOR SHALL REFER TO PLANS BY OTHERS FOR ENTRY LOCATION OF ALL WATER,
SEWER SERVICE, ELECTRICAL, AND TELEPHONE SERVICE. CONTRACTOR SHALL
COORDINATE INSTALLATION OF UTILITIES IN SUCH A MANNER AS TO AVOID CONFLICTS
AND ASSURE PROPER DEPTHS ARE ACHIEVED AS WELL AS COORDINATING WITH THE
REGULATORY AGENCY AS TO THE LOCATION AND TIE-INS/CONNECTIONS TO THEIR
FACILITIES.

16. SEE COVER SHEET FOR LIST OF UTILITY COMPANIES AND CONTACT PERSONS.
17. THE CONTRACTOR SHALL COORDINATE THE INSTALLATION OF ALL UNDERGROUND

UTILITIES WITH HIS WORK. ALL UNDERGROUND UTILITIES (WATER, SANITARY SEWER,
STORM SEWER, ELECTRICAL CONDUIT, IRRIGATION SYSTEMS, AND ANY OTHER MISC.
UTILITIES) SHALL BE IN PLACE PRIOR TO THE PLACEMENT OF BASE COURSE MATERIAL,
AND THE PLACEMENT OF ANY APPROPRIATE SOIL STABILIZATION TECHNIQUE.

18. CONTRACTOR SHALL PROVIDE BOLLARDS FOR PROTECTION OF ALL ABOVE GROUND
UTILITIES AND APPURTENANCES ADJACENT TO DRIVE AREAS.

19. WATER MAIN TAP WORK WITHIN THE N 21 AVENUE R-O-W REQUIRES APPROVAL FROM THE

BROWARD COUNTY ENGINEERING AND CONSTRUCTION DIVISION. COUNTY APPROVAL AND

COUNTY PERMIT TO BE OBTAINED PRIOR TO ISSUANCE OF A BUILDING PERMIT.

WATER & SEWER DEMAND:

RESIDENTIAL - MULTIPLE FAMILY:

356 UNITS (@250 GPD/DU) = 89,000 GPD

RETAIL:

80,831 SF (@0.1 GPD/SF) = 8,084 GPD

TOTAL WATER & SEWER DEMAND:

89,000 + 8,084 = 97,084 GPD

*THIS CALCULATION WAS BASED ON BROWARD COUNTY

DESIGN FLOW STANDARDS.

FIRE FLOW CALCULATIONS:

THE BELOW CALCULATIONS ARE PROVIDED FOR THE PROPOSED 596,498 SF EIGHT STORY BUILDING.

THE ENTIRE BUILDING IS NONCOMBUSTIBLE CONSTRUCTION (CONSTRUCTION TYPE II(111))

PER NFPA 18.4.5.1.2 FIRE FLOW REQUIREMENTS, THE FIRE REQUIREMENT FOR A TYPE II (111)

CONSTRUCTION GREATER THAN 166,500 SF FIRE FLOW AREA IS 6,000 GPM FOR 4 HOURS.

NFPA 18.4 STATES THAT THE REQUIRED FIRE FLOW CAN BE REDUCED BY 75% IF THE BUILDING HAS

AUTOMATIC SPRINKLERS.

6,000 GPM X 75% = 4,500 GPM (FIRE FLOW CREDIT)

6,000 GPM - 4,500 GPM = 1,500 GPM

*THE MINIMUM FIRE FLOW PER NFPA 18.4.5.1.2.1 IS 1,000 GPM

BASED ON THE FIRE FLOW TEST RESULTS DATED 1/30/2020, THE BELOW CALCULATIONS DEMONSTRATE

THE PROVIDED FIRE FLOW AT 20 PSI.

Q2 = Q1 * [(S - P2)/(S - P1)]^0.54

WHERE Q1= FLOW TEST GPM = 1,190 GPM

          S= FLOW TEST STATIC PSI = 56 PSI

          P1= FLOW TEST RESIDUAL PSI = 15 PSI

          P2= PSI PER NFPA 1, TABLE 18.4.5.1.2 = 20 PSI

Q2 = 1,190 * [(56 - 20)/(56- 15)]^0.54

Q2 = 1,109 GPM AT 20 PSI < 1500 GPM

PER THE HYDRANT FLOW TEST, 1,109 GPM IS AVAILABLE AT 20 PSI. THIS RESULT IS ABOVE THE MINIMUM

FIRE FLOW REQUIREMENT, BUT LESS THAN THE REQUIRED FIRE FLOW FOR THE PROPOSED BUILDING

CONSTRUCTION TYPE AND FIRE FLOW AREA. A FIRE PUMP WILL BE REQUIRED IN ORDER TO MEET FIRE

FLOW REQUIREMENTS.
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R1-1 STOP SIGN (30" x 30")

R5-1 DO NOT ENTER SIGN (30" x 30")

FTP 21-06 ACCESSIBLE PARKING

DY DOUBLE YELLOW

W WHITE

Y YELLOW

* THERMOPLASTIC

LEGEND

NOTE:

ALL SIGNS REQUIRE A SEPARATE ZONING

AND BUILDING PERMIT

NOTE:

ALL TRAFFIC SIGNAGE AND PAVEMENT

MARKINGS TO BE PROVIDED ON THE SITE

PLAN IN CONFORMANCE WITH BCTED AND

MUTCD STANDARDS

ALL TYPE XI SIGNING SHALL BE

FABRICATED USING DIAMOND GRADE

SHEETING AS PER BROWARD COUNTY

TRAFFIC ENGINEERING STANDARD.

(CURRENT EDITION)

ALL PAVEMENT MARKINGS AND SIGNING

DAMAGED DURING CONSTRUCTION,

SHALL BE RESTORED TO BROWARD

COUNTY TRAFFIC ENGINEERING

STANDARD. (CURRENT EDITION)

BCTED NOTE: ALL SIGNS MUST MEET MUTCD, BCTED,

AND CITY STANDARDS.  ALL SIGNS MUST

BE MOUNTED ON BROWARD COUNTY

TRAFFIC ENGINEERING SQUARE POSTS.

PAVEMENT MARKINGS MUST MEET

BROWARD COUNTY TRAFFIC

ENGINEERING DIVISION STANDARDS AND

THE MANUAL ON UNIFORM TRAFFIC

CONTROL DEVICES.

WHITE LETTERS

RED BACKGROUND

WHITE LETTERS

RED BACKGROUND

SIGN LEGEND

THERMOPLASTIC RETROREFLECTIVITY REQUIREMENTS

WHITE 250 MILLICANDELAS

YELLOW  175 MILLICANDELAS

R5-1A

WRONG WAY

SIGN

(36"X24")

RED BACKGROUNDWHITE LETTERS
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KNOW WHAT'S BELOW
ALWAYS CALL 811
BEFORE YOU DIG

It's fast. It's free. It's the law.

www.callsunshine.com
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